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I. Tén mau/Name of sample: Nudc may nha may

SO'Y TE NGHE AN

NGHE AN DEPARTMENT OF HEALTH

" TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)

Dia chi/Address: 140 Duomg 1.¢ Hong Phong. Thanh pho Vinh, Tinh Ngh¢ An/

140 Le Hong Phong Street, Vinh Town, Nghe An Province

DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

TEST REPORT

S$/No.: 953/PKN-KSBT

2. Vi tri lay mau/Sampling locations: Cong Ty CPCN Dién Chéau .
3. M6 ta mau/Description: 1500ml/chai nhua kin x 02chat, 500mL/chai nit mai x 02chai(cé niém phong)

PN

N

. Ngay gio' nhan mau/Sample date and time:

. Don vi yéu cau lay mau/Unit requesting sample: Cong Ty CPCN Dién Chau

Ma s6/Code: 231216/35

X4 Dién Ngoc — Huyén Dién Chau — Tinh Nghe An

8h00 ngay 11/12/2023

6. Ngudi giao mau/Sample delivery man: CN Hoan — Khoa SKMT& YTTH Trung tim KSBT Nghe An
7. Ngay gio' thu nghiém mau/Sample test date and time: T | 1/12/2023 dén 25/12/2023
8. Két qua thi nghiém/Test result:
| . Gi6i han toi
’ | da PR
TT Tén chi tieéu Don vi Phwong phap thw cho phep Ket qua
No. Characteristic Unit Test method Regular limit Result
(QCDP
| . ) 01:2021/NA)
_Cac thong s6 nhom A
| Thong so vi sinh vt
1 | Coliforms* CFU/100mL | TCVN 6187-1:2019 <3 KPH
| . coli * hoac ,
1____'?'___ﬁ_€‘oliform chiu nhiét CFUM100mL | TCVN 6187-1:2019 <] KPH
[ Thong s6 cam quan va
| voco
- 3 Clodutudo mg/L HANNA — HI 96701 0,2-1,0 0.69
4 | Mau sac* TCU TCVN 6185:2015 15 1,0
N _
S | DO duc™ NTU TC\IIE(;;(?M 2 0.56
T o il PR B - ’ _— ~ . & .
6 l Mui, vi Cam quan thng. co mul, | Khong ¢6 mui, vi
I 5 vila la
i - pH* TCVN 6492:2011 6,0 — 8,5 7,28
- Cic thong so nhom B
| —T T'hong s6 vi sinh vat
- Tu cau vang .
8 | (Staphylococusaureus) CFU/100mL | SMEWW 9213B <] KPH
[ ruc khuan mu xanh*
O | TAS 4 .
7| (Ps.Auruginosa) CFUT00mL | TCVN 8881:2011 <] KPH
| Thong so vo co
o Amoni (NH; va NH,' " SMEWW 4500-
~tinh theoN)* | n?% | NHyF 2017 0.3 < 0,02
AT NIFC.03.M.66
' il JO* mg/l ICP-MS) 0.003 KPH(<0,00015)
FCac ket qua tha nghiem gl trong phicu nay chi co gia tr d(‘u van mau th nghiém/7est result are valid for the submitted sample(s) only ¥ -

b A -
Nhonyg ‘ a b b : ' . : . . A ' . ~
‘/ 'L "”"F “'%" dan-mot phan phieu ket qua thir nghiém neu khong ¢6 sir dong y biang van ban cua Trung tam kiém soat bénh tit Ngh¢ An/
Iheaestreport must not he reproduced without the written approval of Nghé An Center for disease control
y Len ma ; . ; - . R — : : ' oo
gy k“ ten Khach h ng durgre glll l[lc«) yeu cau cua non g maw/ Name of .\ump/('(\} and customer are written as customer's request.
new ket qua nay duoc lam thanh 03 ban- 02 ban tra cho khach hang, 01 ban lwu tai Khoa Xét Nghi¢m/

l/ /l TRY RIS | " . . » 2 2
i { ‘( \NEresull ‘cll( el /.III( (/‘ I (l_.‘ f/m Hlllfn. s 02 document 1s ziven to customer; (] document is slored at /l’.\'l/l]g 1)(',7(,”,,,‘.,,,
e dwoc cong nhan ISO 1EC 170252017 *Tests area ceredited 1SOTEC 17025:2017

(

BN 7.8.01

e Fe 2 * S

ST ".c » o

& » . P
- ‘- !“ Ll ‘E'_E.'ﬂ‘&' nha thau Dhll **/esis are use subcontractors

Lan ban hanh; |

‘T—- £~ w’mm_—_-—___-——-—-——._

Soat xét: |
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SOY TE NGHE AN

NGHE AN DEPARTMENT OF HEALTH

TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)

Pia chi/Address: 140 Dudmg L& Hong Phong, Thanh pho Vinh, Tinh Negh¢ An/

140 Le Hong Phong Street, Vinh Town, Nghe An Province

PT/Tel: 02383835810/02383593071
Email: xetnghiemdpnagmail.com

PHIEU KET QUA THU NGHIEM

|

TEST REPORT
Chi (Plumbum) NIFC.03.M.66 w '
12 03.M. i ;
(Pb)** mg/L (ICP-MS) 0,01 1\11_1(_ ()._an-) ,
13 | Chi s6 Pecmanganat* mg/L. TCVN 6186-1996 2 1,66
14 | Chloride ( CI")* mg/L TCVN 6194-1996 250 92.17
Dong et
15 NIFC.03.M.66 GE L
(Cuprum)(Cu)** i mg/L (ICP-MS) l KPH(<0.0015)
|6 | P ctng tinh theo I [
CaCO,* mg/L TCVN 6224 -1996 300 ; 124
} | -
17 | Fluor (F) mg/L TCVN 6195-1996 1.5 s 024
18 | Kém (Zincum) (Zn)** ‘ NIFC.03.M.66
( ) (Zn) mg/L (ICP_MS) > L+ 0.0
19\ Man san (N | NIFC.03.M.66 .
gan (Mn) mg/L. (ICP-MS) 0,1 0,003
50 Nitrat TR
(NO- tinh theo N)* mg/L. TCVN 6180-1996 2 0.888
71 Nitrit g i
(NO," tinh theo N )* mg/L TCVN 6178-1996 0,05 KPH(< 0.003)
. SMEWW 3500-FeB:
22 | Sat (Ferrum) (Fe)* mg/L 201200 S 0,3 KPH(<0,017)
23 | Sunphat mg/l. TCVN 6200-1996 250 14548
Thuy ngan 4 | [ KpH
24 mg/l. TCVN 7877-2008 0.
(Hydrargyrum) (Hg) i OU L (<0.00015)
25|, 10ng chdtirin hoa tan me/L. SMEWW 2540 C 1000 2433
(TDS ) ~
26 | Xyanua (CN)* mg/L TCVN 6181-1996 0.05 KPH(< 0.003)

Ghi chu: KPH : Khong phat hién co nghia la duwoi nguong phat hién cua phirong phap
g Vinh, ngay 25 thang 12 nam 2023
PHO GIAM DOC

HOA-CHEMICAL

PHONG KIEM NGHIEM

LAB

e

Dwong Thi Thao

| .Cac két qua thir nghi¢m ghi trong p'l}iéu Pay cl
2 Khéng dugc trich dan mot phan phiéu ket qua

The test report must not be reproduced without 1

3 Tén mau, 1én khach hang duge g

4 Phiéu két qua nay dugc lam thanh 03
The test result ave printed in 03 documents. ()

5* Chi tiéu duge ¢ong nhan /50 1C 17025:2017
. A
6** Chi tiéu sur dung nha thau phu

TRUONG KHOA

HEAD OF DEPARTMENT

Tran Thi Quyén

VI SINH-MICROBIOLOGY

Cao Thuay Trinh

—— . ———

BM 7.8.01

.An ban hanh: |

— - - — - ——

i ¢ gia trf doi voi mau thir nghiém/Zest result are valid for the submitted sample(s) only
thir nghiém néu khong co sur dong y bang van ban cia Trung tim kiém soat bénh tat Ngh¢ An/
he written approval of Nghé An Cenier for disease control
hi theo yéu cau ctia noi guri mau/ Name of sample(s) and custoner are wrilten as customer N request
ban: 02 ban tra cho khach hang, 01 ban lru tar Khoa Xét Nghiém/
2 document is given lo customer, ()] document is stored at Testing Department
«Tests area ccredited 1ISO 1EC 17025:2017

w* Loty are use subcontraclors

- —

Soat xet: |




SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH

TRUNG TAM KIEM SOAT BENH TAT

AOSC CENTERS FOR DISEASE CONTROL (CDC)
VLAT 1.0897 Dia chi/Address: 140 Duong L¢ Hong Phong, Thanh pho Vinh, Tinh Ngh¢ An/
ISO/NEC 17025:2017 140 Le Hong Phong Street, Vinh Town, Nghe An Province

PT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

PHIEU KET QUA THU NGHIEM

| TEST REPORT S6/No.: 954/PKN-KSBT
|

| - ,

| 1. Tén mau/Name of sample: Nudc may nha dan Ma so/Code: 231216/36

i 2. Vi tri lay mau/Sampling locations: Tran Thi Thanh

Thon 7. Xa Dién Ky. Huyén Dién Chau, Tinh Ngh¢ An
3. M ta mau/Description: 1500ml/chai nhua kin x 02chai, 500mL/chai nut mai x 02chai(co niém phong)
4. Don vi yéu cau lay mau/Unit requesting sample: Cong Ty CPCN Dién Chau
X4 Dién Ngoc — Huyén Dién Chau — Tinh Nghé An

3. Neay gio' nhan mau/Sample date and time:  8h00 ngay 11/12/2023
6. Nowoi giao mau/Sample delivery man: CN Hoan — Khoa SKMT& YTTH Trung tam KSBT Ngh¢ An
7. Ngay gio thir nghiém mau/Sample test date and time: Tr 11/12/2023 dén 25/12/2023
8. Két qua thir nghiém/Test result
— Gidi han toi
da X
TT Tén chi tiéu Don vi Phuwong phap thuw cho phép Két qua
' No. | Characteristic Unit Test method Regular limit Result
: | (QCDP
et | 01:2021/NA)
Cac thong so nhom A
] //7();7&50 vi sinh vat
1| Coliforms™ CFU/100mL | TCVN 6187-1:2019 = KPH
R b CFU/100mL | TCVN 6187-1:2019 <1 KPH
I | Coliform chju nhiét
7h0ng sO cam quan va
] __vqg(f
3 ' Clodutu do L mg/L HANNA — HI 96701 0.2-1.0 0.28
4 ' Mau sag* TCU TCVN 6185:2015 15 1,0
S
i TCVN 12402-
| A x
“3— — Do duc NTU 12020 2 0,65
6 | Mui. vi Cam quan Khong. cO mul, | Khong ¢6 mui, vi
Sicoal ) vila la
7 | pH* e e TCVN 6492:2011 6,0 — 8,5 7,24
- Cac thongso nhonlB- i o -
; |1 hng 50 vi sinh vat
| -g |/}l vang CFUN00mL | SMEWW 9213B <1 KPH
| | (Staphylococusaureus)
| *
g | Truc khudn m xanh® | cpyyig0r, | TCVN 8881:2011 <1 KPH
| (Ps.Auruginosa)
 Thong 56 v6 co

[ Cac ket qua thu nghiém ghr trong phicu nay chi ¢o gia try doi vén m: au thir nghe¢m/Test result are valid for the submitted sample(s) only.
» Khong duoc tnch dan mot phan phiéu két qua thir nghiém néu khdng ¢o sir dong y bang van ban cua Trung tim kiém soat bénh tat Nghé An /
'/ \NLreport must not he 1 Jolx ocuced withont the written appron al 0/ \;,/7( An Center /()I (/I\( ase (()NIN)/
vEen mau ten Khach hang duge ghi theo yéu cau ¢cua non K m&:lll Name of \um/)/('/\/ and customer are writen as customer's request
v Plea ket qua nav dirge fam thanh 03 ban 02 ban tra ¢ho khach hang, 01 ban hru tar Khoa Xét Nghiém/
Che testresudt are printed in 03 documents 02 document is given (o customer, (01 document 1s stored at Testing Department
* Chi e durge cong nhan /SO 1EC 17025:2017 *ests area ceredited 1SO/1:C 17025:2017
* Chiticu su dung nha thau phu **7ests are use subcontraciors

—_— . ——— ——
———

BM 7.8.01 lLan ban hanh: 1 Soat xét: 1
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SO Y TE NGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

CENTERS FOR DISEASE CONTRQL (CDC)
Dia chi/Address: 140 Dudmg Lé Hong Phong, Thanh pho Vinh, Tinh Ngh¢ An/
140 Le Hong Phong Street, Vinh Town, Nghe An Province

DT/Tel: 02383835810/02383593071
Email: xetnghiemdpnaw gmail.com

PHIEU KET QUA THU NGHIEM

{

TEST REPORT
Amoni ( NH; va SMEWW 4500- P
10 + . 5 4 B
NH," tinh theo N)* mg/L. NHLF 2017 0.3 , -l_<PH(-(‘);()()6)
11 | Cadmi (Cd)** NIFC.05.M.66 <0.00015
(Cd) mg/L. (ICP-MS) 0.003 KPH(<0,00015)
Chi (Plumbum) NIFC.03.M.66 <
12 T <0.00015
13 | Chi s0 Pecmanganat* mg/L TCVN 6186-1996 2 P,
14 | Chloride ( CI)* mg/L TCVN 6194-1996 250 94.3
Pong NIFC.03.M.66 L
| ' -
(Cuprum)(Cu)** mg/L (ICP-MS) 1 KPH(<0.0015)
D0 cing tinh theo W e
16 CaCO.* mg/L. TCVN 62%4-199? i 300 i 92
17 | Fluor (F) mg/L TCVN 6195-1996 15 025
e NIFC.03.M.66 '
18 % 5k
Kém (Zincum) (Zn) mg/L (ICP-MS) 2 O_()O‘)
NIFC.03.M.66
kK
19 | Man gan (Mn) mg/L (ICP-MS) O,l- | _(*)200-3 ‘
Nitrat |
20 (NO," tinh theo N)* me/L TCVN 6180-1996 2 | -9:917-
Nitrit 5
21 (NO," tinh theo N )* mg/L TCVN 6178-1996 0.05 ,__EI_)_H(_\O'O()))
, W - :

22 | Sat (Ferrum) (Fe)* mg/L SR \;/031’200 des 0,3 KPH(< 0,017)
23 | Sunphat mg/L. TCVN 6200-1996 250) ©20.83
Thuy ngan TCVN 7877-2008 001 i
** | (Hydrargyrum) (Hg) g’ , - | (<0.00015)

25. | Tong chat rin hoa tan mg/L SMEWW 2540 C 1000 | 220 4
L (IDS) SR T
26 | Xyanua (CN")* mg/L TCVN 6181-1996 0,05 l KPH(< 0,003)

Ghi chii: KPH : Khong phat hién c6 nghia la dudi nguong phat hién cua phiwong phap

Vinh, ngay 25 thang 12 nam 2023

PHONG KIEM NGHIEM TRUONG KHOA PHO GIAM DOC
LAB HEAD OF DEPARTMENT —_VHEE-DIRECTOR
HOA-CHEMICAL VI SINH-MICWQGY AT
UH/ \ CA >[ KIEM SOAN\ &
Dwong Thi Thao Tran Thi Quyén Cao Thiy Trinh ONTNGHE/A

plnéu nay chi co gia tr do1 v mau thir nghiém/Test result are valid for the submitted sample(s) onl)

| Cac két qua thu nghiém ghi trong 1 Vo1 mau ti nem ‘ : e suon Ipiefs :
| \ hiéu ket qua thu nghiém neu khong ¢o sur dong v bang van ban cua Trung tadm kiem soat benh tat Nghe An .

2 Khéng duge trich dan mot phan p

The test report mu st not be rc'prm/uw(/ without the wrilien uppmvu/ 0f Nghé An Center for disease control 07! - ( " /
‘ : : x . 2 J ' ’ - Y . . ’ ‘. » - e Vo . p
- : ) : > 511 Cé ‘ ¢ ' 0f . le(s) and customer are wrilen as customer s request , . A3 }
3 Tén mau. tén khach hang dugce ghi theo yéu cau cua not gu anﬂ .Mmu of samj Ic(.} and cus : ¢ ¢ / Y/ 2(/,,211 i/
02 ban tra cho khach hang, 01 ban luwu tai Khoa Xét Nghiem ’

éu két qua né ' anh 03 ban:

&t qua nay duoc lam thanh 0. i

4-”}/’;“ ljc sllrc sullyare printed in 03 documents: 02 document 1s given 10 customer, 0] document is stored at Testing Department
L) I. I. L, 9

5* Chi tiéu duogc ¢ong nhdn /SO TEC 17025:2017 *1ests area ceredited 1ISONEC 17025:2017
6** Chi tiéu sir dung nha thau phu **7ests are use subcontractors esia B

BM 7.8.01 L.4n ban hanh: | Soat xet: |




SO Y TE NGHE AN

DT/Tel: 02383835810/02383593071
Email: xetnghiemdpna@gmail.com

TEST REPORT

2. Vi tri lay mau/Sampling locations: Cao Thi Tra

=

r = - y — - S ——
PRl o W L ¥ e T TR T Wi SO . i N

NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT

- AOSC CENTERS FOR DISEASE CONTRQL (CDC)
VLAT 1.0897 Pia chi/Address: 140 Duong Lé Hong Phong, Thanh pho Vinh, Tinh Nghé An/
ISO/IEC 17025:2017 140 Le Hong Phong Street, Vinh Town, Nghe An Province

PHIEU KET QUA THU NGHIEM

Sé/No.: 955/PKN-KSBT

1.Tén mau/Name of sample: Nudc may nha dan Mi so/Code:  231216/37

g Khoi 1 thi tran Dién Chau . Huyén Dién Chau, Tinh Nghé An
3. M6 ta mau/Description: 1500ml/chai nhua kin x 02chai, S00mL/chai nut mai x 02chai(cé niém phong)
. Don vi yéu cau lay mau/Unit requesting sample: Cong Ty CPCN Dién Chau

X4 Dién Ngoc — Huyén Dién Chau — Tinh Nghé An

S. Ngay gio nhan mau/Sample date and time:  8h00 ngay 11/12/2023
6. Nouoi giao mau/Sample delivery man: CN Hoan — Khoa SKMT& YTTH Trung tam KSBT Ngh¢ An
7. Ngay gio' thir nghiém mau/Sample test date and time: Ttr 11/12/2023 dén 25/12/2023
8. Két qua thir nghiém/Test result
| Gi6i han toi
da :
TT Tén chi tiéu Don vi Phuwong phap thuw cho phép Két qua
No. Characteristic Unit Test method Regular limit Result
- (QCDP
L 01:2021/NA)
- Cac thongso nhom A
i | Thong so vi sinh vat
1 j Coliforms* CFU/100mL | TCVN 6187-1:2019 <3 | KPH
5 Becoli®hoac —  cpyooml | TCVN 6187-1:2019 <1 KPH
| Coliform chiu nhiét .
| Thong s6 cam quan va
VO CO .L
3 | Clo du tu do mg/L HANNA — HI 96701 0,2-1,0 0,31
1+ | Mau sic* TCU TCVN 6185:2015 | 15 0,0
e TCVN 12402- ]
l A K
! > | PO duc NITU 12020 2 0,75
6 | Mui, vi Cam quan Khong c6 mui, | Khdng ¢6 mui, vi
vl la la
7 | pH* L o TCVN 6492:2011 0,0 -] B
( ac thonggo _q_h_qm B )
| Thong g so vi sinh vat
| Tu cau vang ,
! | 8_ 4' (Staphylococusaureus) CFU/100mL | SMEWW 9213B <] KPH
9 5 Truc khuan mu xanh* .
7 (Ps. Aurugnosa) CFUT100mL | TCVN 8881:2011 <] KPH
| f | Thong so vo co

i Cac ket qua tha ngli¢m ghi trong phicu nay chi ¢o gia tr) dm voi mau thir nghigm/7est result are valid for the submuted sample(s) only.
Khong duge trich dan mét phan phicu két qua thir nghiém néu khong ¢6 sir dong v bang van ban cua Trung tam kiém soat bénh tit Ngh¢ An/

[he test report must not be reproduced without the written upprmu/ of Nghé An Center for disease control
3 T

{ Phicu ket qua nay duoc lam thanh G3 ban 02 ban tra ¢cho khach h; g, 01 ban hru tar Khoa Xeét Nghi¢m/

én mau, 1én khach hang duoc ghi theo véu cau caa non gn mau/ Name of sample(s) and customer are written as customer's request

he test resulr ar Jrinie {in 03 documents 02 document i gven to customer, 11 document is stored at Te \lng /)melmc, nt

| . i,
; \"L hitieu duge cong nhan /SO 1EC 17025:2017 *Tests area ceredied 150 1EC 17025:2017
Chi iéu su dllllL nha thau phu **/ests are use subcontractors

gy — o

BM 7.8.01 L.an ban hanh: 1

Soat xét: 1
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SOY TENGHE AN
NGHE AN DEPARTMENT OF HEALTH
TRUNG TAM KIEM SOAT BENH TAT
CENTERS FOR DISEASE CONTROL (CDC)
Dja chi/Address: 140 Duong L¢ ong Phong, Thanh phd Vinh, Tinh Nghé An/
140 Le Hong Phong Street, Vinh Town, Nghe An Province
PT/Tel: 02383835810/02383593071
Email: xetnghiemdpnagmail.com
PHIEU KET QUA THU NGHIEM
TEST REPORT
Amoni ( NH; va NH," SMEWW 4500- .
10 3 4 -
tinh theo N)* mg/L NHLF 2017 0.3 KPH(<0.006)
(Cd) mg/L (ICP-MS) 0,003 KPH(<0.00015) '
Chi (Plumbum) NIFC.03.M.66 e |
12 .03.M. } _
(Pb)* mg/l (1CP-MS,) ’ 0:01 e Km( 0.00015) .
13 | Chi sé Pecmanganat* | mgl. | TCVN 6186-1996 2 147
14 | Chloride (CI')* mg/L TCVN 6194-1996 250 ' 92.88
Dong NIFC.03.M.66 *
15 . . o
(Cuprum)(Cu)** mg/L (ICP-MS) 1 KPH(<0,0015)
Po cing tinh theo
16 | CaCO* mgl. | TCVN 6224 -1996 300 120
17 | Fluor (F) mg/L. TCVN 6195-1996 1,5 b o 98
ot NIFC.03.M.66 v g el E L
18 | Kém (Z Zny:r |
(Zincum) (Zn) mg/L (ICP-MS) 2 0.0053 '
NIFC.03.M.66 -
19 | M Mn)** )05
an gan (Mn) mg/L (ICP-MS) 0.1 0.005
Nitrat _ E
20 (NO, tinh theo N)* mg/L TCVN 6180-1996 2 1,03
Nitrit fesies T
21 (NO,- tinh theo N )? mg/L TCVN 6178-1996 0,05 KPH(< 0.003)
. SMEWW 3500-FeB: S T
22 | Sat (Ferrum) (Fe)* mg/L 201200 rel 0.3 KPH(<0.017)
23 | Sunphat mg/L TCVN 6200-1996 250 31903
Thuy ngan KPH -
24 mg/L. TCVN 7877-2008 0,001
(Hydrargyrum) (Hg) - | (<0.00015)
55 | Hongchatrinnoa fan me/L. SMEWW 2540 C 1000 257.3
(TDS ) SR _
26 | Xyanua (CN)* mg/L. TCVN 6181-1996 0,05 KPH(<0.003)

Ghi chii: KPH : Khong phat hién co nghia la dwoi ngudong phat hién cua phwong phap

HOA-CHEMICAL VI SINH-MICROBIOLO

PHONG KIEM NGHIEM

LAB

Z/H‘/

Dwong Thi Thao

| Cac két qua thur nghi¢m ghi trong
2 Khéong duge trich dan mot phan p

The test report must not be reproduced
3 Tén mau, tén khach hang dugc ghi theo y
4 Phiéu két qua nay dugc lam thanh 0

The test result are printed in 03
5% Chi tiéu dugce cong nhan /SO/TEC 17025:2017

Tran Thi Quyén

Vinh, ngay 25

TRUONG KHOA

HEAD OF DEPARTMENT

CH

Cao Thuy Trinh

phiéu nay chi co gia tr) doi vor mau thu nghiém/7est result are valid for the submutted sample(s) only

hiéu két qua thu nghiém néu khong ¢o sy dong y bang van ban cua Trung tam Kiem soat beénh tat Nghe An
without the written approval of Nghé An Center for disease control
éu cau cua noi g mauw/ Name of sample(s) and customer are writlen as customer's request
3 ban: 02 ban tra cho khach hang, 01 ban luru tai Khoa Xét Nghi¢m/
documents: 02 document 1s given lo customer, 0] document is stored at Testing Department
*Tests area ccredited ISO/IEC 17025:2017
**Tests are use subconlractors

thang 12 nam 2023
PHO GIAM DOC

6** Chi tiéu str dung nha thau phy

BM 7.8.01

Lan ban hanh: 1




CONG TY TNHH KHOA HOC TSL
TRUNG TAM KIEM NGHIEM TSL

NN VLAT 1.0322
ISONEC 17025:2017

QUALITY BUILDS TRUST~

Trang/ Page No: 1/6 KET QUA THU NGHIEM M3 sb/ Ref. No: 1X230L0931
Ngay ban hanh/ Date of issue: 18/12/2023 TEST REPORT Ma KQ/ RP. No: 001048086.00
1. Tén khach hang/ Client's Name (c) . CONG TY CO PHAN CAP NU'O'C DIEN CHAU
2. Bia chil/ Client’s Address (c) - X Dién Ngoc — Huyén Dién Chau — Tinh Nghé An
3. Pon vi lay mau/ Unit sample (c) - Khoa SKMT& YTTH Trung tam KSBT Nghé An
4. Pon vi glri mau/ Sample sending unit (c) : Trung tam kidm soat bénh tat tinh Nghé An
5. Ngay nhan mau/ Date of receiving - 12/12/2023
| 6. Th&i gian phan tich/ Date of Testing : 12/12/2023 - 18/12/2023
7. Théng tin mau/ Infomation of Sample (¢) : Mau nwéc may
Tén mau: Nwéc may 231216/35
Vi tri lay mau: Céng ty cb phan cdp nwéc Dién Chau
| 8 M6 ta mau/ Sample Description - MAu co chira trong can nhya kin, cé tem niém phong cua Trung tam Kiém | C

soat bénh tat Tinh Nghé An, 5L/can nhyra x 01 can

9. Bang két qua/ Results Table

 STT/ | Chi Tiéu Thir Nghiém/ Két Qua/ Bon Vil | GHPH/ Phwong Phap Thi/ g’ﬁg)‘;
No. g Testing Analysis(s) Result(s) | Unit LOD | Test Method | 1/NA ,
T PN | TS-KT-SK-192:2022 (EPA
| on at nien | |
1 |1,1,1-Trichloroethane (*) NOtQDZtecte: gl | 033 | Method5021,1SO | 2000
; | | | 20595:2018)
| | P E | TS-KT-SK-192:2022 (EPA |
| | O 1€ | | |
2 1,2-Dichloroethane (*) | Nothpetecte & gl | 033 Method 5021,1SO | 30
| | 20595:2018) |
i T | - TS-KT-SK-192:2022 (EPA |
5 |1.2.Dichisroathecs ™ ; NothF:-:' e ugil | 067 Method 5021, ISO 50
| | | | 20595:2018) _,
| | © Khong phat hién/ | ' TS-KT-SK-192 (EPA Method |
| | S §%0.07 L2
| 4 [Ronereatonee  NotDetected | "o 5021, 1SO 20595:2018) |
| | | | TS-KT-SK-192:2022 (EPA
| | * Khéng phat hién/ | gouae EFA |
5 Dichloromethane (*) | Not Detectad gk 333 Method 5021, ISO 20
| | 1 20595:2018) |
F : § | tl :
’ : - i T | - TS-KT-SK- ) T
; * - Khongphathien’ | on | 033 | M inEézioﬁc()EpA
6 gTetrachloroethene @ | NotDetected | ug -0 | etho , ; 40
| | | 20585:2018) |
» ' Khong phat hién/ - TS-KT-SK-192:2022 (EPA |
7 Trichloroethene (%) | Not Detected - Hg/k 033 Method 5021, ISO 20
| | ._ 20595:2018) |
o ! ‘ i i | 1
| , - Khéng phat hién/ |  TS-KT-SK-192 (EPA Method
8  Vinyl chloride | /L | 0.07 b 0.3
s Not Detected | o | 5021, ISO 20595:2018) |
| £~
." C————//
| TSL SCIENCE CO.,LTD 1. (¢): Thdng tin dugc cung cap bdi Khach hang/ Information is provided by the
‘ ﬂQM Law 592A Cong Hoa Street, Ward 13, Tan Binh District, Ho Chi customer.
: Minh City, Vietnam. 2. Két qua phan tich chi co gia tri trén mau thtr nhan dugc tir khach hang/
Ca Mau Laboratory: No 11, 3/2 Street, Ward 5, Ca Mau City, Vietnam. Téesting results in the test report are valid only for the sample(s) as received.
. : ‘ 3. Két qua nay khdng duoc sao chép tirng phan, ngoai trir toan bd, ndu khd
Ha Noi Laboratory: No 17, adjacent to Shophouse D1 in area D, Le Trong Tan duoc s oy - e
3 , \r Aong y cua TSL/ This test rt shall '
New Urban Area, Duong Noi Ward, Ha Dong District, Hanoi City, Vietnam. full, without tl?eywritten appro:zal(fjr 7"2?? b -
Telephone: (+84) 28.7302.4687 Website: http://tsl-net.com.vn TS-TTCL-7.8/BM-04
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CONG TY TNHH KHOA HOC TSL

4 TRUNG TAM KIEM NGH'EM TSL ” //_\\ Ay VLAT 1.0322
QUALITY BUILDS TRUST~ - ZmN
ISO/IEC 17025:2017
Trang/ Page No: 2/6 KET QUA THU NGHIEM M3 sé/ Ref. No: 1X230L0931
Ngay ban hanh/ Date of issue: 18/12/2023 TEST REPORT Ma KQ/ RP. No: 001048086.00
STT/ | ChiTieuThirNghiém/ | KétQua/ | DonVi | GHPH/  PhuongPhapThi | G727
i No. Testing Analysis(s) | Result(s) Unit | LOD Test Method | UNA
L = - | TS-KT-SK-192:2022 (EPA |
: 9  |Benzene (*) | Nonthphét h'j” ugl | 033 Method 502110 | 10
| B 20595:2018) | |
P 1 | TS-KT-SK-192:2022 (EPA
10  |Ethylbenzene (*) : ”thp tatt 'j” ugl | 033 Method 5021, ISO 300 |
| ) S 20595:2018) |
’ 'Phenol va dan xuét phenol (*)/ ~.Khéng phat hién/ 7
| 0. TS-KT-SK-113:2020 1 |
i Phenol and its derivatives (*) | Not Detected Ho/L s . |
Pe— TS-KT-SK-192:2022 (EPA |
12 |Styrene (*) ;;gDp ta t 'j” ug/L 0.33 Method 5021, ISO 20
ot | 20595:2018) )
| ol TS-KT-SK-192:2022 (EPA | |
| | n |
13 [Toluene (*) | S bl | 033 Method 5021,1SO | 700
| | ' 20595:2018) |
s Xylene (tbng cac ddng phan) | Khéng phat hién/ L
1 g("';I/ X Ie(ne (gsum of isgn?er) (%) Nothpetec:ted Ho/L - geiod 5021, 150 >0
d | | 20595:2018)
| | &% o TS-KT-SK-192:2022 (EPA |
| . - Khdng phat hién/ |
15 11,2-Dichlorobenzene (*) gl F 0.33 Method 5021, ISO - 1000
| . Not Detected 1
! | ‘ 20595:2018) |
| | | TS-KT-SK-192:2022 (EPA |
| . - Khoéng phat hién/ | 022 (EPA |
16 |Monochlorobenzene (*) ug/L | 033 | Method 5021, ISO - 300
| -~ Not Detected | | | |
| | 20595:2018) |
| | .5 TS-KT-SK-192: |
| 17 | Trichlorobenzene (*) Khongjpiet ien /L 0.33 i l:/lTe;deézzleg(()EpA 2
| ~ Not Detected HS S . | 0
| | 20595:2018) ‘
| 18 |Acrylamide ¢ | Knongphathibnd |, | o TS-KT-SK-137: 7!
: crylamide (*) | Mok Datactia oL | & -KT-SK-137:2021 2 0.5
| | " Khéng phat hién/ TS-KT-SK-192 (EPA Method |
19 |Epichlorohydrin /L | 0.07
| [ ; Not Detected e | 5021, 1S0 20595:2018) | O
[ 1 , | < RET=CNES . l
é 20 gHexachlorobutadiene (%) | g e | /L ' 0.33 - ':AT t?de1§§éz10?2 o ]
’ f ~ Not Detected | HS L | s b B
‘ | 20595:2018)
1 ! T i
| | | TS-KT-SK-192:
51 51,2—Dibromo—3-chloropropane - Khong phat hién/ 1L 0.33 < l:nTiK;g(Z);OZéC()EPA |
(") ~ Not Detected - o B | |
| | 20595:2018) |
Eoaw
U Co = —— T L o Nl ANl SIS T o R )
TSL SCIENCE CO.,LTD 1. (c): Théng tin dwgc cung cép béi Khach hang/ Information is provided by the
HCM Laboratory: 592A Cong Hoa Street, Ward 13, Tan Binh District, Ho Chi customer.
Minh City, Vietnam. 2. Két qua phan tich chi c6 gia tri trén mau thir nhan dugc tir khach hang/
Ca Mau Laboratory: No 11, 3/2 Street, Ward 5, Ca Mau City, Vietnam. Téestmg results in the test report are valid only for the sample(s) as received.
Ha Noi Laboratory: No 17, adjacent to Shophouse D1 in area D, Le Trong Tan - :(g t qu "% g o0 e o phan, ngoai trir toan bo, néu khdng
New Urban Area, Duong Noi Ward, Ha Dong District, Hanoi City, Vietnam. fuljl?;sxout ?r?ey»:r?t?ezsalﬁlp:gcilt?tgﬁ?n SRy

Telephone: (+84) 28.7302.4687 Website: http://tsl-net.com.vn TS-TTCL-7.8/BM-04
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HCM Laboratory: 592A Cong Hoa Street, Ward 13, Tan Binh District, Ho Chi
Minh City, Vietnam.

Ca Mau Laboratory: No 11, 3/2 Street, Ward 5, Ca Mau City, Vietnam.

Ha Noi Laboratory: No 17, adjacent to Shophouse D1 in area D, Le Trong Tan
New Urban Area, Duong Noi Ward, Ha Dong District, Hanoi City, Vietnam.

Telephone: (+84) 28.7302.4687 Website: http://tsl-net.com.vn

customer.

2. Két qua phan tich chi co gia tri trén mau thir nhan dugc tir khach hang/
Testing results in the test report are valid only for the sample(s) as received.

3. Két qua nay khong dugc sao chép tirng phan, ngoai trir toan bd, néu khdng

dwoc sy ddng y cla TSL/ This test report shall not be reproduced except in
full, without the written approval of TSL.

Trang/ Page No: 3/6 KET QUA THU NGHIEM Mz sé/ Ref. No: 1X230L0931
Ngay ban hanh/ Date of issue: 18/12/2023 TEST REPORT Ma KQ/ RP. No: 001048086.00
[ ; . o FEPIRE T A T . Phap Thiv/ QCD;’ME
- STT/ Chi Tiéu Thr Nghiém/ Két Qua/ PonVi/ GHPH/ Phwong p Inw 01-202
~ No. Testing Analysis(s) Result(s) Unit | LOD TestMethod | 1/NA
s ) Kr: i TS-KT-SK-192:2022 (EPA
22 |1.2-Dichloropropane (*) I\j’”thpt tt '3” ug/L 0.33 Method 5021, I1SO 40
BT 20595:2018) g
N TS-KT-SK-192:2022 (EPA |
23 |1,3-Dichloropropene (*) r\j’”thpt tt 'z” ug/L 167 Method 5021, ISO 20
< S 20595:2018) | |
_— . N —— e |
- Khéng phat hién/ |
| D L 3.33 TS-KT-SK-109:2020 30 |
] St PR - Not Detected HI | |
3 . 1 |
Khong phat hién/ | |
DB (* L 3.33 TS-KT-SK-109:2020 90 |
5 §2’4 1w, ~ Not Detected HS !L |
| ~ Khéng phat hién/ | |
. 007 TS-KT-SK-15:2020 20 |
26 ’Alachlor( ) " Not Detected Hg/L | :
Khdng phat hién/
Aldicarb (* | / 0.2 TS-KT-SK-109:2020 10
27  Aldicarb (*) | Nof Detected Ha/L
Atrazine va cac dan xuat
N . . sy
g |chioro-s-tigeine )/ Atrazine | Khong phat hign ug/L 0.33 TS-KT-SK-15:2020 100 |
and chloro-s-triazine Not Detected }
derivatives (*)
| | Khéng phat hién/ |
| . L 0.2 TS-KT-SK-109:2020 5 |
| 29 iCarbofuran( ) Not Detected Mg |
: T 1
| Khong phat hién/ | |
| fos (* L 0.07 TS-KT-SK-15:2020 | 30
30 §Ch'°rpyr'fos () Not Detected HS | |
| ‘Chlordane (tdng ddng phan :
| % | 3 (* hat hién/ |
~,, |cis-vatrans)) (‘) Chlordane | Khongphathién/ |, = | TS-KT-SK-15:2020 02 |
| (sum of cis- and trans- Not Detected
isomers) (*) 3
i Khong phat hién/ |
| | . L | 033 TS-KT-SK-109:2020 | 30 |
32 §Chlorotoluron (*) Not Detected Hg ] ;
- Khong phat hién/ |
| | —. /L | 0.33 TS-KT-SK-109:2020 0.6
- 33 §Cyanazme ) Not Detected HS | :
L -
i DOT (tong p,p -DDT; 0,p - | f |
i i " 2w , ,
3 ’ : = : - i | h th n/ % .:
- 34 USRS Tt N TDF) C) | Khong phat hig ugll, | 0.1 TS-KT-SK-15:2020 G
| DDT (sum p,p’-DDT; 0,p-DDT;  Not Detected | |
p.p"-DDE; p,p"-TDE) (*)
, ~ Khéng phat hién/ |
Di . | /L 3 TS-KT-SK-109:2022 100 |
35 ngchlorprop( ) NSt Dataated MG | |
€
TSL SCIENCE CO.,.LTD 1. (c): Théng tin dwoc cung cap bai Khach hang/ Information is provided by the

TS-TTCL-7.8/BM-04
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CONG TY TNHH KHOA HOC TSL

Vi Y AOSC
QUALITY BUILDS TRUST~ TRUNG TAM KIEM NGHIEM TSL AN variesz
ISONEC 17025:2017
Trang/ Page No: 4/6 KET QUA THU NGHIEM M3 sé/ Ref No: 1X230L0931
Ngay ban hanh/ Date of issue: 18/12/2023 TEST REPORT Ma KQ/ RP. No: 001048086.00
- e ————————— | ik WS P EorrE hap Thiey | QCPP |
STT/ | ChiTiéu Thir Nghiém/ | Két Qua/ - BonVi/ | GHPH/ | Phwong Phap Thu 01202
No. |  Testing Analysis(s) | Result(s) Unit | LOD | TestMethod | ‘tNA
| " ' Khéng phat hién/ |
- 36 !Fenoprop (* | L | 0.33 TS-KT-SK-109:2020 9
: ' renoprop ()  Not Detected HS | |
- b + - - === ] :
'1 | " Khdng phat hién/ | | 07
i - 37 |Hydroxyatrazine (*) ; g PREE, ug/L | 0.33 TS-KT-SK-109:2020 200 | 2
: | ~ Not Detected e | AN
| ' ~ Khéng phat hién/ | | Il
38 Isoproturon () B dibniiadl B T BET TS-KT-SK-109:2020 9 | :
| |  Not Detected | | -
~IMCPA (4-Chloro-2- © Khong phat hién/ 1 7 TN
39 | | o TS-KT-SK-109:2020 g C
; gmethylphenoxyacetic acid) () Not Detected Ho/L | e y | i
‘ 40 %Meco rop (%) ﬁ SIE0Q P ooy /L : 333 TS-KT-SK-109:2020 | 10 ;
L | iy . Not Detected L 1N | |
| | ; ' Khdng phat hién/ | |
| s | | -KT-SK-15:202 2
| 41  Methoxychior (*) Not Detected ug/L | 0.07 TS-KT-SK-15:2020 ' 0
42 TM linate (* O D /L .33 TS-KT-SK-109:2020 r 6
| [ () - Not Detected S T [ St |
EEP — | Khong phthiso! L . DR
| ; endimeigf ~ NotDetected | HI ittt N |
NP —  Knengphathien/ | o : 20
| ermetnine) ~ Not Detected = jor Siis 7 |
- : i ; jr
45 |Propanil ()  Khong phat hién L | 333 | TSKT-SK1082020 |
* | ] - - - ’
. Jf ¥ . Not Detected HI o | | -
45 Es ne (* . Knang phat hién/ L | 0.33 | TS-KT-SK-109:2020 |
| | g L . Not Detected ' He/ . e Thohiiin | :
| 4 |risralbie | Knongphdthien/ | ol e rek5:2020 | ;
i | A=) ~ Not Detected HI | | LE el o |
: 48 12,4.6-Trichl henol (* § Khong phat hien/ /L ' (.33 I TS-KT-SK-109:2 | ’
4 6-Trichlorophenol (*) r Not Detected Lg : . | -KT-SK-109:2020 ’ 2000 .
49 [Bromate | Knoogphathen/ | e ek |
romate (°} - Not Detected i HO ; | L e 10
| | - TS-KT-SK-192:2022 (EPA | g
50 |Bromodichioromethane (*) 20.4 Mgl : - | Method 5021, ISO 50
' ? | | 20595:2018) |
| |  TS-KT-SK-192: I
51 ;Bromoform (%) WU RIS g | /L | 0.33 E : MetSth §§2aozlgc()EpA | 100
| Not Detected ! i i 2 ' |
- i | | | 20595:2018) |
(o
¢—/
TSL SCIENCE CO.,LTD 1. (c): Théng tin duoc cung cép béi Khach hang/ Information is provided by the
HCM Laboratory: 592A Cong Hoa Street, Ward 13, Tan Binh District, Ho Chi customer.
Minh City, Vietnam. 2. Két qua phan tich chi ¢ gia tri trén mau thir nhan duwoc tir khach hang/
| Ca Mau Laboratory: No 11. 3/2 Stre et, Ward 5, Ca Mau City, Vietnam. Téesting results in the test report are valid only for the sample(s) as received.
| ' . | 3. Két qua nay khong dugc sao chép tirng phan, ngoai trir toan bd, néu khén
| Ha Noi Laboratory: No 17, adjacent to Shophouse D1 in area D, Le Trong Tan dugc s dg 7 clia TSW This test report shall 9
| New Urban Area, Duong Noi Ward, Ha Dong District, Hanoi City, Vietnam. full, wit;:out ?'?ey:;;en appro:fsalzs} ;gié S SE———
| Telephone: (+84) 28.7302.4687 Website: http://tsl-net.com.vn TS-TTCL-7.8/BM-04
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3 CONG TY TNHH KHOA HOC TSL
QALITY BUILDS TRysT. TRUNG TAM KIEM NGHIEM TSL NS | varimz

ISO/IEC 17025:2017

Trang/ Page No: 5/6 KET QUA THU NGHIEM M3z sb/ Ref. No: 1X230L0931
Ngay ban hanh/ Date of issue: 18/12/2023 TEST REPORT Ma KQ/ RP. No: 001048086.00
T B o R A R T el IR M UONE T T Shiscrs Bhe THIY ~ acop "
s - STT/ Chi Tiéu Thw Nghiém/ | Ket Qua/ Pon Vil | GHPH/ Phuwong Phap ' 01:202 |
2 ~ No. Testing Analysis(s) | Result(s) Unit | LOD Test Method | UNA
- I | e 3 ¢ 4 TS-KT-SK-192:2022 (EPA | |
{ 52 |Chloroform (*) 7.91 ug/L f - Method 5021, ISC ' 300
g | | 20595:2018) | .
| | TS-KT-SK-192:2022 (EPA | |
a1l | 8 . : | !
: - 953 |Dibromoacetonitrile (*) Khong phat hien/ ug/ll | 0.33 Method 5021, I1ISO . 70 |
_x 5 , - Not Detected ' 20595:2018) L _.._.,; ’
| | - | E | TS-KT-SK-192:2022 (EPA
| o4 §Dibromochloromethane (*) 32.0 ug/L - Method 5021, ISO 100
| | | | 20595:2018) |
— A i — ___,.__;,______ R ——rr b S0 e - e ——- --~—-~---~--? i ————
| - e - Khdng phat hién/ | ;
55 |Dichl * | T e & TS-KT-SK-144:2022 | 50
E iIchloroacetic acid (*) © Not Detected Ug | |
= e I : | 1 |
i - Khoéng phat hién/ | | | |
| Formaldehyde (* L 3 TS-KT-SK-152:2022 | 900 |
l - e b1 Not Detected HI ;
! — » 5 ; - f i - :
| ~ Khéng phat hién/ | | i
| ic acid (* | T TS-KT-SK-144:2022 20 a
or §Monoc:hloroancetlc acid (*) Not Detectad UG | :
o | Khong phat hién/ ? f L
| Tri | * | ey e TS-KT-SK-144:2022 200 | £
! 58 1Tr|chloroacet|c acid (%) ~ Not Detecte 4 ug ﬁ . ; §
E i" By ~ Khéng phét hién/ TS-KT-SK-192 (EPA Method | | ;
| , 15" 0,07 L1
| 59 [Trichloroacetonitriie Not Detected XA 5021, 1SO 20595:2018) ; |
| ;D, ’ —  Khong phat hién/ x | na TS-KT-SK-192 (EPA Method - F
' i : : : ;
| [ R ———"—  Not Detected oL 5021, ISO 20595:2018) &
| | )/ Selenium (S Khang phat hién/ F
| g1 [Sclen(Se) () Seignium (38) | g poat bl mg/ll | 00003 | TS-KT-QP-51:2022 | 0.01 |
(%) ~ Not Detected | ! f
Antimon (Sb) (*)/ Antimony ~ Khang phat hién/ |
| | | mg/L | 0.0003 TS-KT-QP-51: ; i
| o i(Sb) & - Not Detected S ; QPDl-dpes | aLa f
- ; i | -f |
63 |Bari (Ba) (*)/ Barium (Ba) (*) 0.031 mgL | - TS-KT-QP-51:2022 | 0.7 | E
64 |Bo (B) (") Boron (B) ( Knongphathien/ | oo | rokT.apoz2o2 | | |
= Bo (B) (*)/ Boron (B) () SRR oL | o -KT-QP-03: 03 [
T | | TS-KT-QP-03:2019 (Ref | !
| Cr) (*)/ Chromium (Cr) = Khoéng phat hién/ | | ' o] i |
g5 |orom(ENO) o g phathie mgL | 0.007 | TCVN 6665:2011, SMEAW | 005 | |
(") ~ Not Detected | | ~
| | 3120:2017) | . i
| | | TS-KT-QP-03:2019 (Ref. | i i'
66 |Natri (Na) (*)/ Sodium (Na) (*) 44.1 . mglL | - | TCVN8665:2011, SMEWW . 200 '.
| | | 3120:2017) :
" E I o
? TS-KT-QP-03: ,
‘Nhoém (Al) (*)/ Aluminium (Al) | Khdng phat hién/ | | it oolid b
BT 1. | mg/L = 0.007 | TCMALB665:2011, SMEWW | 0.2
(™) - Not Detected |
[ | | 3120% |
e S e e e e e e e i R n TEEEY, RO DR SWTUPTE, ST SpsIe ety vaies ..__,__L'/ 2
. _ e B AR R St &
TSL SCIENCE CO.,LTD 1. (¢): Théng tin dwgc cung clp bdi Khéach hang/ Information is provided by the
HCM Laboratory: 592A Cong Hoa Street, Ward 13, Tan Binh District, Ho Chi customer.
Minh City, Vietnam. 2. Két qua phan tich chi co gié tri trén mau thtr nhan duoc tir khach hang/
| Ca Mau Laboratory: No 11, 3/2 Street, Ward 5, Ca Mau City, Vietnam. Téesting results in the test report are valid only for the sample(s) as received.
| . | | 3. Két qua nay khdng duwoc sao chép tirng phan, ngoai trir toan bé. néu khd
| Ha Noi Laboratory: No 17, adjacent to Shophouse D1 in area D, Le Trong Tan d dg ycua TS ' - %19 Kheng
: , L/ Th -
f New Urban Area, Duong Noi Ward, Ha Dong District, Hanoi City, Vietnam. fulfl?ﬁzsgout ?/?ey::t?en appro:/salt%?gi?n EaR R
Telephone: (+84) 28.7302.4687 Website: http://tsl-net.com.vn TS-TTCL-7 8/BM-04
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CONG TY TNHH KHOA HOC TSL

7 QUALITY BUILDS TRUST~ TRUNG TAM KIEM NGHIEM TSL NS viarron
—— ISO/IEC 17025:2017

Trang/ Page No: 6/6 KET QUA THU NGHIEM Mz sé/ Ref. No: 1X230L0937
Ngay ban hanh/ Date of issue: 18/12/2023 TEST REPORT Ma KQ/ RP. No. 001048086.00
STT/ | ChiTiéuThw Nghiem/ | KétQua/ | DonVi/ & GHPH phwong Phap Thir | 200
No. Testing Analysis(s) Result(s) Unit | LOD Test Method | 1/NA f
BT A i wer | TsKTQPo32019Rel. | |
68 INiken (Ni) (*)/ Nickel (Niy (1) | hong Phat hign/ | L | 0007 | TCVN 6665:2011 SMEWW | 0.07
| ; Not Detected { 3120:2017) l
2 S*ulfua (S2) (*)/ Sulfide (S?) i Khong phat hign/ i z - cp 5782 ‘
(%) ~ Not Detected ]
i 70 iMonochloramine 1 Krngzr::tcg jn/ mg/L g 0.017 TCVN7§§;§5722(2)C1)?7)1 e i
%; | 24 lrHoat do bhz')ng xa alpha (*)/ f Khoéng phat hién/ Ba/L § 0013 TS-KT-QP-22:2021 (TCVN :
! Gross a-radioactivity (*) ~ Not Detected | 8879:2011, 1SO 10704:2009)
% ] . ;d ‘hé R | th h'th'“ /4" | TS-KT-QP-22:2021 (TCVN |
f’i R bt Ll e e S ES I  wileliRl B
| | 10704:2009)) |

Chu thich/ Remarks:
C1.(%): Chi tiéu thudc pham vi cdng nhan ISO/IEC 17025:2017./ (%)
’ accreditation scope.
| 2.(**): Chi tiéu glri nha thau phu./ (**): ltems are tested by subcontractor.
3 GHPH: Gi&i han phat hién cua phvong phap./ LOD: Limit of detection.

' 4. M&u do khach hang cung cAp./ The sample is provided by the customer.

‘ ltems are currently within the ISO/IEC 17025:2017
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1. (c): Thdng tin dwgre cung cap bdi Khach hang/ Information is provided by the
customer.

TSL SCIENCE CO.,LTD

:\-lﬂf;lf\l (l:.ia:)ll)o\;?;&ga : 992A Cong Hoa Street, Ward 13, Tan Binh District, Ho Chi
: m.
2. Két qua phan tich chi cé gia tri trén mau thir nhan duoc tir khach hang/

| cCaMm ry: ity Vi | | '
; au Laboratory: No 11, 3/2 Street, Ward 5, Ca Mau City, Vietnam. Testing results in the test report are valid only for the sample(s) as received.
3. Két qua nay khdng dugc sao chép tirng phan, ngoai trir toan bd, néu kKhéng

Ha Noi Laboratory: No 17, adjacent to Sho ‘
: phouse D1inareaD, Le Trong T oo
New - O NSy g tan duwoc sy don -
Urban Area, Duong Noi Ward, Ha Dong District, Hanoi City, Vietnam. full, wittfout tf?ey;::ezsazp:g\l/;ltﬁtgﬁm A ——

| Telephone: (+84) 28.7302.4687 Website: http://tsl-net.com.vn
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